


ganmartebiTi baraTi

winamdebare proeqti CN-205-20 damuSavebulia s.s. "Telasi"-s mier teqnikuri pirobis momzadebaze 

 (CNS-03/1317/20) mokvlevis oqmis Tanaxmad

proeqti iTvaliswinebs: 

moTxovnili simzlavre P=972kW, 6/0.4v
adgilze mokvlevis Sedegad proeqtiT gaTvaliswinebuli samuSaoebi dayofilia 3 etapad 

I #t233 s.q-is rekonstruqcia

II axali q.k.s.q-s montaJi

III axali q.k.s.q-s m.Z-is qselis mSenebloba 

IV 0.4kv Zabvis Zalovani qselis mSenebloba, gamricxvelianeba

V sabal

I #t233 s.q-is rekonstruqcia

I-1 damontaJdes #t233 s.q-is 6kv Zabvis gamanawilebelSi Tavisufal adgilze erTi  maRAli Zabvis

saxazo ujredi vakumuri simZlavris amomrTveliT, Sesabamisi marTvisa da indikaciis aparaturiT

(ixile calxazovani sqema, masalebis specifikacia)

I-2 mierTdes axali saxazo ujredi arsebul 10kv qselze (Semkrebi salteebis sistema) igive 

tipisa da kveTis aluminis salteebis meSveobiT

II axali q.k.s.q-s montaJi

SeniSvna 1: mokvlevis da adgilze daTvalierebis Sedegad dadginda:

II-1 damkveTis mier axali q.k.s.q. saTvis gamoyofili iqnas miwis nakveTze farTi 

II-2  gamoyofil farTze moewos q.k.s.q-s saZirkveli

II-3 damontaJdes mowyobil r/b-is filaze axali 1250kva - 6/0.4kv q.k.s.q-s korpusi 

II-4 ganxorcieldes axali q.k.s.q-s korpusis kompleqtacia::

II-4-1 erTi Zalovani tr-ri (zeTiani) 1250 kva-6/0.4kv

II-4-2 ori simZlavris amomrTveli (#2-1 da #2-3) 10kv Zabvaze 630a

II-4-3 erTi simZlavris amomrTveliT (#2-2) 10kv Zabvaze 630a, mcvelebiT

II-4-4 maRali Zabvis mowyobilobebis komutacia ganxorcieldes aluminis salteebiT 80X8

II-4-5 Zalovani tr-ris mierTeba maRal Zabvis #2-2 ujredze ganxorcieldes kabeliT NA2XSEY 3X70, RM/16

Sesabamisi quroebis meSveobiT

II-4-6 0.4kv Zabvis gamanawilebelSi damontaJdes 0.4kv Zabvis #3-2 Semtani paneli erTi avt-ri amomr-iT 1kv. Zabvaze 

2000a da erTi xiluli gamTiSveliT 1kv Zabvaze 2000a

II-4-7 Zalovani tr-ris mierTeba 0.4kv Zabvis Semtan panelze ganxorcieldes aluminis  salteebiT 120X10

II-4-8 0.4kv Zabvis gamanaw-Si damontaJdes #3-1 saxaxo paneliT oTxi denmkvaTiT 4X400a  Sesabamisi mcvelebiT

II-4-9 0.4kv Zabvis gamanaw-Si damontaJdes 0.4kv Zabvis #3-3 saxaxo paneliT ori avt-ri amomrTveliT 1kv Zabvaze 630a

II-5 moewyos axali q.k.s.q-s damiwebis konturi

SeniSvna 2: q.k.s.q-s damiwebis winaRoba ar aRematebodes 4 oms

II-6 ganxorcieldes axali q.k.s.q-s SemoRobva liTonis naqsovi badiT

SeniSvna 3: q.k.s.q-s gabariTebi  da kompleqtacia ixile poeqtis 

calxazovan sqemaze, masalebis specifikaciaSi da q.k.s.q-s saZirkvelis da SemoRobvis naxazze

III axali q.k.s.q-s m.Z-is qselis mSenebloba 

III-1 gaiTxaros sakabelo arxi erTi kabelisaTvis #t233 s.q-dan axal q.k.s.q-mde

III-2 Calagdes tranSeaSi kabelis damcavi milebi

III-3 moewyos tranSeaSi sakabelo sawolis qveda fena H=10sm siliT H

III-4 mierTdes axali q.k.s.q-s m.Z-is gamanawilebelSi arsebuli Semtani simZlavris amomrTveli

#t233 s.q-Si axal maRali Zabvis saxazo vakumuri ujrediss gamomyvan momWerebze

 kabeliT NA2XSEY 3X120 RM/16 Sesabamisi saboloo quroebis meSveobiT

III-5 daifaros kabeli silis feniT H=10sm (sakabelo sawilos zeda fena)

III-6 daeyaros silis fenas  qviSa-xreSi (fena H=15sm)

III-7 daefaros qviSa-xreSis fenas sasignalo lenta

III-8 amoivsos tranSea Sesabamisi masaliT da aRdges dazianebuli asfaltis safari 

(ixile proeqti qselis gegma m.Z-is qselis calxazovani sqema, masalebis specifikacia, kabelis gatareba tranSeaSi)

gansakuTrebuli SeniSvna: sakqbelo qselis geografia gulisxmobs kabelis gatarebas 

gzis arsebul dazianebul asfaltis safaris monakvetSi (ixile foto masala)

proeqti CN-205-20  (CNS-03/1317/20)

P=972kW, 6/0.4v

furc. 

raod.

11

stadia
furc. 

#

m. pr

q. Tbilisi, i. WavWavaZi gamz. #49e,  nakveaTi 01.14.07.008.009

S.p.s. "orion jgufi"-s mSenebare korpusis el momarageba,

individualuri gamricxvelianebaslianeba

2
ganmarteba,

q. Tbilisi, i. WavWavaZi gamz. #49e,                              

nakveaTi 01.14.07.008.009

S.p.s. "orion jgufi"-s mSenebare korpusis el momarageba,

individualuri gamricxvelianebaslianeba

a. labartyava



IV 0.4kv Zabvis Zalovani qselis mSenebloba, gamricxvelianeba

IV-1 damontaJdes Senobis  sadarbazos "-1" sarTulze Zalovani gamanawilebeli farebi:

IV-1-1 Z.g.f #1 erTi SemtaniT 400a da sami gamomyvaniT Sesabamisi mcvelebiT 

"-1" sarTulis kibis ujredis foies kedeze 

IV-1-2 Z.g.f #2 erTi SemtaniT 250a da sam igamomyvaniT Sesabamisi mcvelebiT 

"-1" sarTulis kibis ujredis foies kedeze 

IV-1-3 Z.g.f #3 erTi SemtaniT 250a da erTi gamomyvaniT Sesabamisi mcvelebiT 

"-1" sarTulis kibis ujredis foies kedeze 

IV-1-4 Z.g.f #4 erTi Semtani avtomaturi amomrTveliT630a da sami gamomyvaniT Sesabamisi mcvelebiT 

"-1" sarTulis kibis ujredis foies kedeze 

IV-1-5 Z.g.f #5 erTi Semtani avtomaturi amomrTveliT630a da sami gamomyvaniT Sesabamisi mcvelebiT 

"-1" sarTulis kibis ujredis foies kedeze 

SeniSvna 4: #4 da #5 Zalovani karadebi zamoadgens karadas erTi SemtaniT 400a da sami gamomyvaniT mcvelebiT,

romlebSic gansaxorcielebelia: a) arsebuli denmkveTebis (400a) demontaJi

b) arsebuli Semkrebis salteebis demontaJi

g) karadebiS axali sasalte sistemis montaJi (dawyvilebuli aluminis salte 40X4)

d) karadebiS axali avtomaturi amomrTvelbis (1kv Zabvaze 630a) montaJi

IV-2 damiwdes Zalovani karadebi saerTo konturis meSveobiT da winaRoba ar aRematebodes 10om

IV-3 gaiTxaros ori sakabelo arxi tranSea

a)  3 kabelisaTvis q.k.s.q-s 0.4kv Zabvis gamanawileblidan Senobis kedlamde

b) 43 kabelisaTvis q.k.s.q-s 0.4kv Zabvis gamanawileblidan Senobis kedlamde

IV-4 moewyos tranSeebSi sakabelo sawolis qveda fena H=10sm siliT H

IV-5 mierTdes Zalovani karadebi Sesabamis q.k.s.q-Si arsebul denmkveTebze Sesabamisi tipisa da kveTis kabelebiT

saWiro quroebis meSveobiT:

IV-5-1 q.k.s.q - Z.g.f #1 kabeli АВВГ1 4Х185 28 m saboloo quro 1ПКВТПН-6 cali2

IV-5-2 q.k.s.q - Z.g.f #2 kabeli АВВГ1 4Х70 30 m saboloo quro

IV-5-3 q.k.s.q - Z.g.f #3 kabeli АВВГ1 4Х95 32 m saboloo quro

IV-5-4 q.k.s.q - Z.g.f #4 ori kabeli 2*АВВГ1 4Х150 2*34 m saboloo quro 1ПКВТПН-6 cali4

IV-5-5 q.k.s.q - Z.g.f #5 ori kabeli 2*АВВГ1 4Х240 2*36 m saboloo quro 1ПКВТПН-6 cali4

IV-6 damontaJdes SenobaSi erTfaza mricxvelebis karadebi da samfaza momxmareblebis aRricxvis kvanZebi:

IV-6-1 1*m.k. #1-1  1 pirdapiri CarTvis samfaza mricxveliT Senobis "-1" sarTuli cali1

(avtosamrecxao)

IV-6-2 1*m.k. #1-2 1 transformatoruli CarTvis mricxveliT den tr-rebiT 300/5Senobis "-1" sarTuli cali1

(komunaluri momxmarebelebi: liftebi, wylis saqaCi tumbo ganaTeba, da a,S)

IV-6-3 1*m.k. #2-1  1 pirdapiri CarTvis samfaza mricxveliT(ofisi #1) Senobis "-1" sarTuli cali1

IV-6-4 1*m.k. #2-2  1 pirdapiri CarTvis samfaza mricxveliT(ofisi #2) Senobis "-1" sarTuli cali1

IV-6-5 1*m.k. #2-3  1 pirdapiri CarTvis samfaza mricxveliT(ofisi #3) Senobis "-1" sarTuli cali1

IV-6-6 1*m.k. #3-1 1 transformatoruli CarTvis mricxveliT den tr-rebiT 200/5Senobis "-1" sarTuli cali1

(restorani)

IV-6-7 16*m.k. #4-1 16 erTfaza mricxveliT (16 bina: 2-5 sarTuli)Senobis "2" sarTuli cali1

IV-6-8 24*m.k. #4-2 17 erTfaza mricxveliT (17 bina: 6-10 sarTuli)Senobis "7" sarTuli cali1

IV-6-9 24*m.k. #5-1 19 erTfaza mricxveliT (19 bina: 11-15 sarTuli)Senobis "12" sarTuli cali1

IV-6-10 12*m.k. #5-2 11 erTfaza mricxveliT Senobis "17" sarTuli cali1

IV-6-11 1*m.k. #5-3 1 transformatoruli CarTvis mricxveliT den tr-rebiT 150/5Senobis "21" sarTuli cali1

(1 bina: 21 sarTuli)

IV-7 ganxorcieldes sarTulebs Soris gadaxurvebis gaxvreta

IV-8 mierTdes mricxvelebis karadebi da aRricxvis kvanZebi Sesabamisi Z.g.f-is gamomyvan momWerebze

saWiro tipisa da kveTis kabelebiT saoloo quroebis meSveobiT:

IV-8-1 Z.g.f #1 -  1*m.k. #1-1 NAYRY 4X16 4 m saboloo quro ПКНТПБ/4X70-120 cali2

IV-8-2 Z.g.f #1 -  1*m.k. #1-2 NAYRY 4X185 3 m saboloo quro ПКНТПБ/4X70-120 cali2

IV-9-3 Z.g.f #2 -  1*m.k. #2-1 NAYRY 4X16 12 m saboloo quro ПКНТПБ/4X70-120 cali2

IV-9-4 Z.g.f #2 -  1*m.k. #2-2 NAYRY 4X16 14 m saboloo quro ПКНТПБ/4X70-120 cali2

IV-9-5 Z.g.f #2 -  1*m.k. #2-3 NAYRY 4X16 16 m saboloo quro ПКНТПБ/4X70-120 cali2

IV-9-6 Z.g.f #3 - 1*m.k. #3-1 NAYRY 4X95 18 m saboloo quro ПКНТПБ/4X70-120 cali2

IV-9-7 Z.g.f #4 - 16*m.k. #4-1 NAYRY 4X120 30 m saboloo quro ПКНТПБ/4X70-120 cali2

IV-9-8 Z.g.f #4 - 24*m.k. #4-2 NAYRY 4X150 60 m saboloo quro ПКНТПБ/4X70-120 cali2

IV-9-9 Z.g.f #5 - 24*m.k. #5-1 NAYRY 4X150 80 m saboloo quro ПКНТПБ/4X35-50 cali2

IV-9-10 Z.g.f #5 - 12*m.k. #5-2 NAYRY 4X120 100 m saboloo quro ПКНТПБ/4X70-120 cali2

IV-9-11 Z.g.f #5 - 1*m.k. #5-3 NAYRY 4X70 118 m saboloo quro ПКНТПБ/4X70-120 cali2

SeniSvna 5: kabelebi gatardes SenobaSi kedelze gayolebiT damcav milebSi 

SeniSvna 6: axal q.k.s.q-s garsacmze moewyos sabalanso aRricxvis kvanZi

(ixile proeqti qselis gegma, calxazovani  sqema masalebis specifikacia)

qselis geografias SeTanxmebuli iqnas qalaqis Sesabamis samsaxurebTan

yvela samuSao Sesruldes ПУЭ-s Sesabamisi punqtebis dacviT

proeqti CN-205-20  (CNS-03/1317/20)

P=972kW, 6/0.4v

100008113
100008111
100008113
100008113

100008276

100008276
100008276

100008113

stadia
furc. 

#

furc. 

raod.

a. labartyava

q. Tbilisi, i. WavWavaZi gamz. #49e,                              

nakveaTi 01.14.07.008.009

S.p.s. "orion jgufi"-s mSenebare korpusis el momarageba,

individualuri gamricxvelianebaslianeba m. pr 3 11
ganmarteba,

100008113
100008113
100008113
100008113
100008113
100008113



m.Z-is (6კვ) qseli

დ.Z-is (0.4კვ) qseli

proeqti CN-205-20  (CNS-03/1317/20)

P=972kW, 6/0.4v samuSaoebis moculoba

114m. pr

q. Tbilisi, i. WavWavaZi gamz. #49e,                              

nakveaTi 01.14.07.008.009

S.p.s. "orion jgufi"-s mSenebare korpusis el momarageba,

individualuri gamricxvelianebaslianeba

a. labartyava

furc. 

raod.

furc. 

#

15 gadaxurvis daxvreta c 24

13 damiwebis konturis mowyoba კორპუსის ქსელი kompl 1

14 zolovanas montaJi (Zalovani qselis konturi) m 42 16 miwa+26kedeli

11 АВВГ kabelis Setana q.k.s.q-Si m 14
2*70, 2*95, 

4*150, 2*185, 

4*240

12 damiwebis konturis mowyoba ქ.კ.ს.ქ kompl 1

9 АВВГ tipis kabelis gatareba milSi (kedelze) m 121
15*70, 17*95, 

36*150, 13*185, 

40*240

10 NAYRY-s tipis kabelis gatareba milSi (kedelze) m 455

4*10, 42*16, 

118*70, 18*95, 

130*120, 

140*150, 4*185

7 milebis damagreba kedelze m 567

8 kabelis Cadeba tranSeaSi m 95
13*70, 13*95, 

28*150, 13*185, 

28*240

5 gruntis ukan Cabruneba m
3 9.2

6 samSeneblo nagvis gatana m
3 3.5

3 sawolis momzadeba 3 kabelisaTvis m/m
3 15 1.5

4 sawolis momzadeba 4 kabelisaTvis m/m
3 16 2.0

1 sakabelo arxis gaTxra 3 kabelisaTvis III kateg. gruntSi m
3 5.2

2 sakabelo arxis gaTxra 4 kabelisaTvis III kateg. gruntSi m
3 7.5

14 kabelis დაფარვა სასიგნალო ლენტით m 206

poz dasaxeleba ganz. erT. r-ba SeniSvna

12 kabelis gatareba milSi (tranSeaSi) m 50

13 kabelis gatareba r.b-is arxSi (ს.ქ., და ქ.კ.ს.ქ) m 12

10 milebis Calageba tranSeaSi m 48

11 kabelis Cadeba tranSeaSi m 206

8 gruntis ukan Cabruneba m
3 1.0

9 samSeneblo nagvis gatana m
3 71.5

6 kviSa-xreSis Cayra tranSeaSi m
3 40.0

7 RorRis Cayra tranSeaSi m
3 12.5

4 sakabelo arxis gaTxra 1 kabelisaTvis III kateg. gruntSi m
3 65.5

5 sawolis momzadeba 1 kabelisaTvis m/m
3 196 12.0

2 asfaltirebuli safaris dageba (გზის გვერდული) m/m
2/m3 190 57 5.5

3 asfaltirebuli safaris dageba (savali nawili) m/m
2/m3 48 15 1.5

poz dasaxeleba ganz. erT. r-ba SeniSvna

1 asfaltirebuli safaris  ayra m/m
2/m3 238 72 7.0

inJineri

stadia

100 

60
0

 

qviSa-xreSis  

narevi 

fxvieri miwa an 

sila 

70-100 

10
00

 

asfalti 

100 

300 

RorRi 

trotuari savali nawili 

300 

qviSa-xreSi 

30-50 asfalti 

25
0

 

sasignalo 

lenta 



#

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16

17

18

19

20

21

22

23

24

25

26

27

28

29

30

31

32

33

proeqti CN-205-20  (CNS-03/1317/20)

P=972kW, 6/0.4v

q.k.s.q

6kv qseli

200003333
maRali Zabvis 10kv saxazo ujredi simZlavris amomrTveliT 

630a  damiwebis danebiT
КСО-396-3 cali 2 200003843                            

КСО-393-03

200003334
maRali Zabvis 10kv Zalovani tr-ris ujredi simZlavris 

amomrTveliT 630a  damiwebis danebiT da mcvelebiT
КСО-396-3 cali 1

100004332 mrgvali naglini foladi D=16mm m 8

200003958
0.4kv Zabvis saxazo  paneli ori avtomaturi amomrTveliT 

1kv Zabvaze 630a

ЩО-99, ავტ.ამ-ით და 

გამთიშვ.2000ა

24

0.4kv Zabvis saxazo  paneli oTxi gamTiSveliT 1kv Zabvaze 

400a mcveebiT
ЩО-90-1403 cali 1

cali 1

furc. 

raod.

11

inJineri

stadia
furc. 

#

a. labartyava

q. Tbilisi, i. WavWavaZi gamz. #49e,                              

nakveaTi 01.14.07.008.009

S.p.s. "orion jgufi"-s mSenebare korpusis el momarageba,

individualuri gamricxvelianebaslianeba m. pr 5
masala, 

cali 1

200003848

1

12.5

200004392

#t233 s.q-Si

100009419 quro SemaerTebaeli 10kv. Zabvaze 3ПСТ10-70/120-В cali 1

#4-7 aRricxvis kavnZis karada

mricxveli 50hc, 380/220v, 5a200001898

200001732 st-55.1

12

cali

4

40X40X3

6

1

kabeli 10kv Zabvaze 3X120mm
2
 kveTis

quro saboloo 10kv. Zabvaze 

mili sqelkedliani, Zneladwvadi masalis

sasignalo lenta

cali

100004241 m 34

100004265 m

48

m

saboloo quros damiwebis armaturia

100003546 salte aluminis AD31T (80X8) m 4.5

206B-150

2

cali 2

sabalanso aRricxva

100010558 denis tr-ri 2000/5 Т-0,66 2000/5 0,5S cali 3

40

T31FT

100004473

100004473

#4 st-tis mixedviT kompl 1

qviSa-xreSi

milyeli

aRricxvis kvanZis dasaxufi masalas

qviSa

EPN250/M 25X1.5L

ПКВТО-3-10/70-120/800

EAKT 1657

cali

D110/97.4მმ

mili  Zneladwvadi masalis 0,5m sigrZe

100006338

100008108

100002940

200003842
maRali Zabvis 10kvsaxazo ujredi vakumuri amomrTveliT 

630a  marTvisa da indikaciis aparaturiT
 КСО-393В-17(1)

m

100004160 damiwebis eleqtrodi an kuTxovana foladis (L=1.5œ2.5) ø≥16 an ∟50X50X5 cali

100004388 foladi zolovana 40X4 m

100008160 m 26ø=40 mili liTonis L

NA2XSEY 3X120, RM/16 m 268

q.k.s.q-s SemoRobva 

12 SesaZloa 

daematos

kodi erT. raod.

100006226

cali 1

1250кВА  "F"

200003962

200003856

q.k.s.q-s SemoRobvis 

kari

Z.tr-is 0,4kv. Zabvis gamomyvanis buniki (a-c) faza

200004603 cali 1

200003462 cali 1

КТПГС-1250kva-6/0.4kv

ТМГ-1250-6/0.4

q.k.s.q.  erTi Zalovani tr-risaTvis 1250kva, ori gamavali  

maRali Zabvis simZalvris amomrTveliT erTi m.Z-is 

ujrediT mcvelebiT                 (Zalovani  tr-ris)  

erTi  0,4kv Semtani  da ori saxazo paneliT

Zalovani tr-ri630kva-10/0.4kv

iixle 

caklxazovani 

sqema

100004176 betoni m
3 2.5

100010544

100006367 kabeli sakontrolo 1kv Zabvaze 4X2,5mm
2
 kveTis КВВГ 4Х2,5 m 12

100004282 mili gofrirebuli D25/18.3MM

100007770 m
3

RorRi

100007599 m
3

100004178 m
3

m

saamSeneblo

SeniSvnadasaxeleba tipi, marka

cali 4

0.4kv Zabvis Semtani  paneli erTi avtomaturi 

amomrTveliT 1kv Zabvaze 2000a da erTi xiluli 

gamTiSveli 2000a

ЩО-90-1112, cali 1

ø=100 

kuTxovana foladis 

q.k.s.q-s SemoRobva 

100004265



#

34
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42
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56
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59

60
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64

65

66

67

68

69

70

71

72

73

74

75

76

77

78

79

80

81

82

83

84

85

86

proeqti CN-205-20  (CNS-03/1317/20)

P=972kW, 6/0.4v

4

100008661 saoboloo quro 1kv Zabvaze  4ПКВНТПБ-В-150/240 cali 6 100009815

100008275 saoboloo quro 1kv Zabvaze 1ПКВТПН-5 cali 4 100009816

15 miwa + 15 

jkedeli

100006386 Zalovani kabeli 1kv Zabvaze 4X150mm2 NAYRY 4X150 m 140

100006385 Zalovani kabeli 1kv Zabvaze 4X120mm2 NAYRY 4X120 m 130

100006387 Zalovani kabeli 1kv Zabvaze 4X185mm2 NAYRY 4X185 m 3

100003420 denis tr-ri 200/5 Т-0,66 200/5 0,5S

100006391 Zalovani kabeli 1kv Zabvaze 4X*95mm2 АВВГ1 4Х95 m 32 16 miwa + 16 

kedeli

100006393 Zalovani kabeli 1kv Zabvaze 4X150mm2 АВВГ1 4Х150 m 68 32 miwa + 36kedeli

0.4kv qseli

kodi dasaxeleba tipi, marka erT. raod. SeniSvna

200001791 erTfaza mricxvelebis karada 12 mricxvelisaTvis st. 49M/12 cali 1

100008332 mcveli 1kv Zabvaze dnobadi CanayeniT 400/355  ПН2(ПН22)-400/355A cali 3 q.k.s.q-Si

200001892 erTfaza mricxveli 50hc. 220v (10-60)a M2X cali 63

200001950 samfaza mricxveli 50hc. 380/220v 3*(5-60)a  EMT132.12.6 5(60a) cali 4

100003547 salte aluminis AD31T (40X4) m 10

200001780 erTfaza mricxvelebis karada 16 mricxvelisaTvis st. 49M/16 cali 1

200001816 Zalovani karada erTi SemtaniT 250a da 1 gamomyvaniT cali 1 an 200003910

100008706 avtomaturi amomrTveli 1kv Zabvaze 630a cali 2  an 401000204

100003653

200001898 samfaza mricxveli 50hc. 380/220v 3*(5)a T31FT cali 3

mcveli 1kv Zabvaze dnobadi CanayeniT 250/160A ПН2-250/160A cali 6

100008283 mcveli 1kv Zabvaze dnobadi CanayeniT 250/200A

damxmare masala 

100004160

100004469 milyeli BW25 მმ cali 10

100005722 kabelis sakedle samagri 70მმ #16 cali 212

100004393

damiwebis eleqtrodi an kuTxovana foladis (L=1.5œ2.5)

foladi zolovana

არმატურა 16-18მმX1.5მ)

25X5

cali

100005724 kabelis sakedle samagri 95მმ #18

42 16 miwa+26 kedeli

ПН2-250/200A cali 6

28 15 miwa+13kedeli

D25/18.3MM m 46

cali 115

ПН2(ПН22)-100/40A cali 3

cali 3

100008212 mcveli 1kv Zabvaze dnobadi CanayeniT-100/63A ПН2(ПН22)-100/60A cali 9

3 SesaZloa 

daematos

100004282 mili sqelkedliani gofrirebuli Zneladwvadi masalis

100008211 mcveli 1kv Zabvaze dnobadi CanayeniT-100/40A

100003419 denis tr-ri 150/5 Т-0,66 150/5 0,5S cali 3 30 miwa+

100006390 Zalovani kabeli 1kv Zabvaze 4X*70mm2 АВВГ1 4Х70 m 30

8

200002030 aRricxvis kvanZis karada 1 pirdapiri CarTvis mricxv-Tvis st. 53M/1 cali 4

200001867
aRricxvis kvanZis karada 1transformatoruli CarTvis 

mricxv-Tvis
st. 11M.3 cali 3

100003655 mcveli 1kv Zabvaze dnobadi CanayeniT 400/315  ПН2(ПН22)-400/315A cali 3

100003654 mcveli 1kv Zabvaze dnobadi CanayeniT 400/250 ПН2(ПН22)-400/250A cali

0 არა

100004314 mili sqelkedliani gofrirebuli Zneladwvadi masalis  D110/94 მმ m 354

100008251 kabelis sakedle samagri  185-240მმ2 cali 460

100004470 milyeli BW-50 მმ cali 13

100004476 milyeli BW-40 მმ cali

8 100008113

100008276 saoboloo quro 1kv Zabvaze 1ПКВТПН-6 cali 10 100009815

100008273 saTiTuri kabelis  (buniki) D=16mm cali 32 100008562

18

100006404 Zalovani kabeli 1kv Zabvaze 4X70mm2 NAYRY 4X70 m 118

100004300 mili sqelkedliani gofrirebuli Zneladwvadi masalis D90/75 მმ m 167

100006416 Zalovani kabeli 1kv Zabvaze 4X16mm2 NAYRY 4X16 m 42

100008662 saoboloo quro 1kv Zabvaze 4ПКВНТПБ-В-70/120 cali

Zalovani karada erTi SemtaniT 250a da 3 gamomyvaniT cali 1

100006399 Zalovani kabeli 1kv Zabvaze 4X240mm2 АВВГ1 4Х240 m 72 30miwa+42 kedeli

200001789 erTfaza mricxvelebis karada 24 mricxvelisaTvis st. 49M/24 cali 2

9

100008529 denis tr-ri 300/5 Т-0,66 300/5 0,5S cali 3

200001814 Zalovani karada erTi SemtaniT 400a da 3 gamomyvaniT cali 3  an 200004572

200001825

inJineri

stadia
furc. 

#

furc. 

raod.q. Tbilisi, i. WavWavaZi gamz. #49e,                              

nakveaTi 01.14.07.008.009

S.p.s. "orion jgufi"-s mSenebare korpusis el momarageba,

individualuri gamricxvelianebaslianeba m. pr 6 11
masala, 

a. labartyava

sxvadasxva kg 70

100006394 Zalovani kabeli 1kv Zabvaze 4X185mm2 АВВГ1 4Х185 m

100006384 m

100004265 mili sqelkedliani Zneladwvadi masalis D110/97.4მმ m

m

100006416 Zalovani kabeli 1kv Zabvaze 4X16mm2 NAYRY 4X10 m

Zalovani kabeli 1kv Zabvaze 4X95mm2 NAYRY 4X95



 

 

 

1250-6/0.4kv. k.s.q-s damiwebis konturi 

liTonis kuTxovana

damiwebis eleqtrodi

damiwebis eleqtrodi

SeduRebis adgili

liTonis zolovan

liTonis naqsovi bade

furc. # furc. raod

qselis calxazovani sqema 7 11

proeqti # CN-205-20   (CNS-03/1317/20) el.teqnikuri nawili
 s.s. "Telasi"-s 

saproeqto jgufi

q. Tbilisi, i. WavWavaZi gamz. #49e, nakveaTi 01.14.07.008.009

S.p.s. "orion jgufi"-s mSenebare korpusis el momarageba,

individualuri gamricxvelianebaslianeba PmoTx=972kW

inJineri a. labartyava

stadia

150 500 250 1400 250 700 150 

300 

L=5X2m,  0,4kv 
kabelebisaTvis 

L=2X2m,  m.Z. kabelebisaTvis 

A A 

betonis safari A  -  A 

3900 

300 0,00 

0,0

2 daxrilobiT 

Casayolebeli 

Sveleri #12 (8X0.5m) 

mili 2* 2 =(100-120) 
mili 5*D  =(100-120) 

525 380 

17
10

 23
10

 

saZirkveli 

q.k.s.q. 1250-10/04kv. 

1200 

3900 

23
10

 

QF-is 
                       

dacvis 
 

 wredSi 

QS2 

Fu2 

Tr 

0.4kv FV 

1250kva 

6kv. 

630a 

T0 

3*2000/5a 

250a 
200a 

400
250

250
200

2000a 

QF 2000a 

S 

ГКТП 1250-6/04kv 

200a  
 ПКТ-102-6-31.5У3 

 

QS1 
630a 

NA2XSEY 3X120 RM/25 

 Lkab=268m 

QS36kv. 

c.g.p. #t233 

Q 

РВФз-10-630а 

РВз-10-630а 

 КСО-393В-17(1) 

PI, PV 

3X5a, 
3X380/220v 

samontaJo 

ujredi 

TA-B-C 

1000/5a 

QS3 

630a 

QS 
250A 

250A 
200A 

QS 
250A 

400A 
160A 

QF 
630A 

QS 
400A 

400A 
355A 

QS 
400A 

QF 
630A 

АВВГ1 4Х185, L
kab

=28m 

АВВГ1 4Х70, L
kab

=30m 

Z.g.f. #1 

Z.g.f. #2 

Z.g.f. #3 

А
В
В
Г1

 4
Х

9
5

, 
L k

a
b
=3

2
m

 

2
*А

В
В
Г1

 4
Х

1
5

0
, 

L k
a
b
=3

4
m

 

Z.g.f. #4 Z.g.f. #4 

2
*А

В
В
Г1

 4
Х

2
4

0
, 

L k
a
b
=3

6
m

 



 

qselis calxazovani sqema 8 11

proeqti # CN-205-20   (CNS-03/1317/20) el.teqnikuri nawili
 s.s. "Telasi"-s 

saproeqto jgufi

q. Tbilisi, i. WavWavaZi gamz. #49e, nakveaTi 01.14.07.008.009

S.p.s. "orion jgufi"-s mSenebare korpusis el momarageba,

individualuri gamricxvelianebaslianeba PmoTx=972kW

inJineri a. labartyava

stadia furc. # furc. raod

QS3

damkveTis 

gamanawile

beli fari 

s
a
m
r
e
c
x
a
o
 

QS1 400a 

100a 
40a 

N 

PN 

Fu 
400a 

315a 

0.4kv 

MC #1-1 MC #1-2 

st.#53M/1  
1*EMT 132.10.6 

3*(5-60a) 
380/220v 

 

N
A

Y
R

Y
 4

X
1

6
, 

L k
a
b
=4

m
 

PI 
T31FT                                       
3*5a 

380/220v 
TA÷C                                       

3*300/5 

   
   

   
   

   
 

   
   

   
   

   
   

 

КВВГ 1(4*2,5) 

saproeqto                                       

aRricxvis 

kvanZi 

st. #11.3 

N
A

Y
R

Y
 

4
X

1
8

5
, 

liftebi, damtenebi, 

avtofarexi ganaTeba, 

sadarbazos ganaTba 

N 

PN 

Fu 

100a 
60a 

N 

PN 

Fu 
100а 

60a 

100а 

60a 

Z.g.f. #1 Z.g.f. 

#2 

MC #2-1 

st.#53M/1  
1*EMT 132.10.6 

3*(5-60a) 
380/220v 

 

MC #2-2 

st.#53M/1  
1*EMT 132.10.6 

3*(5-60a) 
380/220v 

 

MC #2-3 MC #3-1 

st.#53M/1  
1*EMT 132.10.6 

3*(5-60a) 
380/220v 

 

o
f
i
s
i
 
1
 

o
f
i
s
i
 
2
 

o
f
i
s
i
 
3
 

N
A

Y
R

Y
 4

X
1

6
, 

L k
a
b
=1

2
m

 

N
A

Y
R

Y
 

4
X

1
6

, 

QS2 250a 

N
A

Y
R

Y
 4

X
1

6
, 

L k
a
b
=1

6
m

 

QS3 250a 

250a 

160a 

PI 
T31FT                                       
3*5a 

380/220v 
TA÷C                                       

3*200/5 

   
   

   
   

   
 

   
   

   
   

   
   

 

КВВГ 1(4*2,5) 

r
e
s
t
o
r
a
n
i
 

Z.g.f. 

#3 

N
A

Y
R

Y
 4

X
9

5
, 

L k
a
b
=1

8
m

 

400a 
250a 

N 

PN 

Fu 
4000a 

250a 

Z.g.f. 

#4 QS4 630a 

m.k. #4-1 

16*M2X 
220v 

(10-60)a 

st.#49M/16 

m.k. #4-2 

17*M2X 
220v 

(10-60)a 

st.#49M/24 
PI 

T31FT                                       
3*5a 

380/220v 
TA÷C                                       

3*150/5 

   
   

   
   

   
 

   
   

   
   

   
   

 

КВВГ 1(4*2,5) 

m.k. #5-1 

19*M2X 
220v 

(10-60)a 

st.#49M/24 

m.k. #5-2 

11*M2X 
220v 

(10-60)a 

st.#49M/12 

400a 
250a 

N 

PN 

Fu 
400a 

200a 

250a 

125a 

Z.g.f. 

#5 QS4 630a 

N
A

Y
R

Y
 4

X
1

2
0

, 
L k

a
b
=3

0
m

 

N
A

Y
R

Y
 4

X
1

5
0

, 
L k

a
b
=6

0
m

 

NAYRY 4X150, 
L
kab

=80m N
A

Y
R

Y
 4

X
1

2
0

, 
L k

a
b
=1

0
0

m
 

N
A

Y
R

Y
 4

X
7

0
, 

L k
a
b
=1

1
8

m
 

QS 
400A 

400A 
355A 

QS 
250A 

250A 
160A 

QS 
250A 

250A 
200A 

QS 400A 

 

#2  sarT 

 

 16 bina                     

(#2 ÷ #5 sarT) 

dupleqsi 

q.k.s.q.                            

1250kW-6/0.4kv 

QF 630A QF 630A 

АВВГ1 4Х185, L
kab

=28m 

А
В
В
Г1

 
4
Х

7
0

, 
L k

a
b
=3

0
m

 

А
В
В
Г1

 
4
Х

9
5

, 
L k

a
b
=3

2
m

 

2*АВВГ1 4Х150, 
L
kab

=2*34m 

2*АВВГ1 4Х240, 
L
kab

=2*36m 

 

 niSn:  -3.30 

 

 niSn:  -3.30,  (#-1 sarT) 

 

 niSn:  -3.30 

 

 niSn:  -3.30  

 niSn:  -3.30 

 

 niSn:  -3.30 

 

 niSn:  -3.30 

 

 niSn:  -3.30 
 

#7  sarT 

P=124kW 

 

 17 bina                     

(#6 ÷ #10 sarT) 

P=143kW 

 

#12  sarT 

 

 19 bina                     

(#11 ÷ #15 sarT) 

P=143kW 

 

#17  sarT 

P=111kW 

 

 11 bina                     

(#16 ÷ #20 sarT) 

 

#21  sarT 

P=75kW P=100kW 
P=25kW 

 

 niSn:  -3.30,  (#-1 sarT) 

 

 niSn:  -3.30,  (#-1 sarT) 

 

 niSn:  -3.30,  (#-1 sarT) 

P=25kW P=25kW 
P=170kW 

P=10kW 

saproeqto                                       

aRricxvis 

kvanZi 

st. #11.3 

saproeqto                                       

aRricxvis 

kvanZi 

st. #11.3 
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"S

"S

"S

"S

"S

"S

"S

"S

"S

"S

"S

saproeqto 0.4kv qseli

2*AVVG1 4X240, (Lkab=2X36m)
2*AVVG1 4X150, (Lkab=2X34m)

AVVG1 4X185, (Lkab=28m)
AVVG1 4X95, (Lkab=32m)
AVVG1 4X70, (Lkab=30m) Z.k.

#1

Z.k.

#2

Z.k.

#3

Z.k.

#4

Z.k.

#5

saproeqto 6kv sakabelo qseli

V V

V V V V V V V V V V V
V

V V V V

NA2XSEY 3X120, RM/16, (Ltr=244m, Lkab=268m)

saproeqto q.k.s.q.

1250kva-6/0.4kv

113.5

27.8

22.1

10

18.9

7

6

13.7

12.2

478800.000000

478800.000000

478800.000000

478800.000000

46
17

80
0.00

00
00

46
17

80
0.00

00
00

478700.000000

478700.000000

478800.000000

478800.000000

478900.000000

478900.000000

46
17

70
0.00

00
00

46
17

70
0.00

00
00

46
17

80
0.00

00
00

46
17

80
0.00

00
00

46
17

90
0.00

00
00

46
17

90
0.00

00
00

N

H
1:750

 

s.q. an q.k.s.q

damiweba

saproeqto sakabelo (0,4kv) qseli (tranSeaSi)

saproeqto sakabelo (0,4kv) qseli (milSi)

saproeqto sakabelo (6kv) qseli (tranSeaSi)VV
saproeqto sakabelo (6kv) qseli (milSi)V V

Zalovani gamanawilebeli fari

saproeqto aRricxvis kvanZi

pirobiTi aRniSvnebi

wyaliBw

kanalizaciaKk

Tbo.qseli?T.q.

kavSirgabmuloba?t

arsebuli sakabelo qseli

uf. inJineri

a. labartyava

TariRi

eleqtroteqnikuri  nawili

el. momarageba. #t233 s.q-dan 

gamricxvelianeba

stadia

9 11

f. raodfurc. #

s.s. "Telasi"-s 

saproeqto samsaxuri

m. pr.

inJineri

proeqti: CN-205-20 (CNS-03/1317/20)

q. Tbilisi, i. WavWavaZi gamz. #49e, nakveaTi 01.14.07.008.009

S.p.s. "orion jgufi"-s mSenebare korpusis el momarageba,

individualuri gamricxvelianebas 6/0.4kv, P=972kW.

6kv. Zabvis sakabelo qselis

 gegma  m 1:750

n. dekanosiZek.m.s.s-s sam-is

ufrosis m.S.

k.m.s.s,-s sam-is

ufr-is moadg.

r. doWviri

m. georgaZejg-is. ufrosi
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